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TWO WAY STAT TO 
READ INCOMING 
CENTRAL HEATING 
WATER ( 1)  AND HRU 
WATER (2) TO CONTROL 
PUMP ( 3) TO AVOID 
REVERSE CYCLE OF HEAT. 
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